@ez-meter- DUAL METER INSTALLATION

Fig. 1: Dual Output, 3-Wire, Dual Element, Single Phase Meter (Type A4)
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Figure 1 shows a typical dual meter installation where the meter replaces two
regular meters, each monitoring power used on two separate 3-wire, 120/140 volt
services. This meter can be used on a true single phase service as well as any two
legs of a three phase service. When used on a three phase service, care must be
taken that the CTs arc properly paired with the corresponding voltage input. Failure
to do so will cause that CT to only record half the power it should.

Power that flows through CT L1A and CT L2A will be reported on the counter con-
nected to DISPA and the same is true for CT L1B and CT L2B displaying on DISPB.

If the isolated pulse outputs are not present in the meter, the legends in the upper
right corner will all be “N/C” meaning No Connect.

Fig. 2: Dual Output, 2-Wire, Single Element, Single Phase Meter (Type A4)
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Figure 2 shows how a dual meter can be connected to handle two 2-wire, single
phase services. It both services were on L1, the second CT would be connected to
CT L1B BLand CT L1B WH and there would be no connections to L2.

See Back of this Sheet for Single Meter Installation
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